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CHECKLIST FOR FILING NET METERING APPLICATIONS

1. Distributed Generation Interconnection Agreement between Distributed Generator and Distribution Company (Schedule-I)

2. Standard Distributed Generation Application Form For Distribution Company (Schedule-II)

3. Application for grant of License National Electric Power Regulatory Authority (NEPRA) (Schedule-III
4. Application for Exemption from section 24 of the Act (Schedule-IV)

5. Fee Schedule (Schedule-V)

6. Affidavit(On non-judicial paper) (Schedule-VI)

7. Generation License Template (Schedule-VII)

8. Attested copy of CNIC.

9. Copy of last paid electricity bill. (Name of applicant and name mentioned on electricity bill must be same).
10. Technical Data of components including solar modules, invertors, etc.

11. Schematic drawings, Single line diagram of the system

12. Site plan showing location of external disconnect switch.

13. Certificate from Electrical Inspector if DG facility is Above 250 KW.
14. Load Flow Study if DG Facility is greater than 10 KW.

NOTE: -

i. Only consumers having 3 phase meters installed at their premises are eligible for net metering facility.

ii. The inverters must be of grid-tied type.

iii. Maximum allowed capacity for net metering facility is 1000 KWS.

For Further details please visit

· http://www.mepco.com.pk/NetMetering
· http://www.nepra.org.pk/Legislation/Regulations/NOTIFICATION%20SRO%20892%20-2015.PDF
· http://www.nepra.org.pk/Lic_netmetering.htm
· http://www.aedb.org/articles-list/268-list-of-provisionally-approved-applicants-for-net-metering-under-aedb-certification-regulation-2017
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NET METERING

APPLICATION FORM
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SCHEDULE
I TO VII

Schedule-I

[See Regulation 2 (1) (b)]

Distributed Generation Interconnection Agreement (1 KW to 1 MW) between

Distributed Generator and Distribution Company

The Distributed Generation Interconnection Agreement (the “Agreement”), is made and entered in to this _________________ (day) of _________________ (month), ________________ (year) by and between MULTAN  ELECTRIC POWER COMPANY (MEPCO) hereinafter called “DISCO” and

______________________________________ hereinafter called the “Applicant”. Applicant shall be 3 phase 400 V or 11 kV DISCO’s consumer. DISCO and the Applicant are hereinafter collectively referred to as the “Parties” and individually as a “Party”.
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Recitals

A.  DISCO
is
the
owner
of
the
electric
distribution
system
serving

_____________________________________________ [Insert legal description of property or address] “DISCO’s Distribution System”

B. Applicant desires to install a Distributed Generator (DG) facility or energy storage device using solar or wind energy resources with a capacity greater than 1 KW but no more than 1

MW, including related Interconnection equipment (the “DG facility”) and to interconnect the DG facility to the DISCO’s Distribution System.

C. DISCO has previously reviewed and approved Applicant’s DG Interconnection Applicant Form dated_______________, and supporting materials (the “Application”). The completed Application is attached as Exhibit 1 and incorporated into this Agreement.

D. Applicant wishes to interconnect the DG Facility to DISCO’s distribution system and DISCO is willing to permit such interconnection subject to the terms and conditions set forth: (1) the completed Application approved by DISCO; (2) this Agreement

E. No agency or partnership is created with the interconnection of the applicants DG Facility.
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Agreement

NOW THEREFORE, in consideration of the foregoing Recitals and for good and valuable consideration, the DISCO and Applicant agree as follows:
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1.  Design Requirement

The DG Facility shall be installed in compliance with NEPRA (Alternative & Renewable Energy) Distributed Generation/ Net Metering Regulations 2015.
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2.  Applicant’s Representations and Warranties

Applicant represents and warrants that:

a. The DG Facility is fully and accurately described in the Application;

b. All information in the Application is true and correct;

c. The DG Facility has been installed to Applicant’s satisfaction;

d. Applicant has been given warranty information and an operation manual for the DG Facility;

e. Applicant has been adequately instructed in the operation and maintenance of the DG Facility.
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3.  Interconnection Disconnect Switch

The DISCO may require that the Applicant furnish and install an interconnection disconnect switch that opens, with a visual break, all underground poles of the interconnection circuit. The interconnection disconnect switch shall be rated for the voltage and fault current requirements of the DG Facility, and shall meet all the applicable IEC, IEEE Standards, as well as applicable requirements of the NEPRA Grid Code. The switch enclosure shall be properly grounded. The interconnection disconnect switch shall be accessible at all times, located for ease o access of DISCO personnel, and shall be capable of being locked in the open position. The Applicant shall follow the DISCO’s recommended switching, clearance, tagging and locking procedures.
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4.  Modifications to the DG Facility

Applicant shall notify DISCO of plans for any material modification to the DG Facility by providing at least forty working days of advance notice. “Material Modification” is defined as any modification that changes the maximum electrical output of the DG Facility or changes the interconnection equipment. The notification shall consists of a completed, revised Application and such supporting materials as may be reasonably requested by DISCO. Applicant agrees not to commence installation of any material modification to the DG Facility until DISCO has approved the revised Application.
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5.  Insurance, Indemnification, Liability

5.1
Distributed Generator shall obtain and maintain appropriate insurance for third party personal injury and general commercial liability.

5.2
Each party as inseminator shall defend, hold harmless, and indemnify the other party and the directors, officers, employees, and agents of the other party against and from any and all loss, liability, damage, claim, cost, charge, demand, or expense (including any direct, indirect or consequential loss, liability, damage, claim, cost, charge, demand, or expense, including attorney’s fees) for injury or death to persons, including employees of either party, and damage to property, including property of either party, arising out of or in connection with

(a) the engineering, design, construction, maintenance, repair, operation, supervision, inspection, testing, protection or ownership of the inseminator's facilities, or (b) the making of replacements, additions, betterments to, or reconstruction of the inseminator's facilities.

This indemnity shall apply notwithstanding the active or passive negligence of the

Page 3

[image: image41.jpg]


[image: image42.jpg]



indemnities. However, neither party shall be indemnified hereunder for its loss, liability, damage, claim, cost, charge, demand, or expense resulting from its sole negligence or wilful misconduct.

5.3
The inseminator shall, on the other party’s request, defend any suit asserting a claim covered by this indemnity and shall pay for all costs, including reasonable attorney fees that may be incurred by the other party in enforcing this indemnity.

5.4
The provisions of this Section shall not be construed to relieve any insurer of its obligations to pay any insurance claims in accordance with the provisions of any valid insurance policy.

5.5
Except as otherwise provided in this section, neither party shall be liable to the other party for consequential or remote damages incurred by that party.
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6.  DG Facility Commissioning Testing

Applicant shall notify DISCO in writing that installation of DG Facility is complete and that the interconnection equipment is available for testing by DISCO at least fifteen working days duly certified by Electrical Inspector before Applicant interconnects the DG Facility with DSICO’s Distribution System. DISCO shall thereupon have the right to test the DG Facility. DISCO shall also have the right to witness any testing by Applicant of the DG Facility. Any DISCO testing of the DG Facility shall be completed within ten working days. After the testing which is to the satisfaction of both parties, the DG facility may be interconnected with the distribution system of DISCO to be witnessed by representatives of both parties within thirty eight days.
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7.  Access to DG Facility

Applicant shall permit DISCO’s employees and agents to enter the property on which the DG Facility is located at any reasonable time for the purposes of inspecting and/or testing Applicant’s DG Facility to ensure its continued safe and satisfactory operation and the accuracy of DISCO meters. Such inspections shall not relieve Applicant from its obligation to maintain the DG Facility and any related equipment owned by Applicant in safe and satisfactory operating conditions.

DISCO shall have the right to witness any testing by Applicant of the DG Facility.
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8.  Temporary Disconnection of a DG Facility

DISCO may limit the operation and/or disconnect or require the disconnection of a DG Facility from DISCO’s Distribution System at any time, with or without notice, in the event of fault. DISCO may also limit the operation and/or disconnect or require the disconnection of DG Facility from DISCO’s Distribution System upon the provision of thirty days written notice for the conditions to allow for routine maintenance, repairs or modifications to DISCO’s Distribution System.
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9.  Disputes; Right to Appeal to Authority

Nothing in this Agreement prevents Applicant from filing a petition with the Authority to appeal any requirement imposed by DISCO as a condition to interconnection of DG Facility that applicant
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alleges is unreasonable. In case of a dispute, the decision of the Authority shall be final and binding on both the parties.
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10. Amendments; Non-Waiver

Any amendment or modification to this Agreement must be in writing and executed by Applicant and DISCO. The failure of Applicant or DISCO to insist on performance by the other party of any provision of this Agreement shall not waive the right of the Party who failed to insist on performance to enforce the same provision at a later time.
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11. Term and Termination of Agreement

The term of Agreement between Distributed Generator and DISCO shall be three years with effect from the date of commissioning of DG facility. At the expiry of initial term, the Agreement may be automatically renewed by the mutual understanding between Distributed Generator and DISCO for another term of three years and so on.

a. DISCO may limit the operation and/or disconnect or require the disconnection of a DG

Facility from DISCO’s Distribution System at any time, with or without notice, in the event of fault. DISCO may also limit the operation and/or disconnect or require the disconnection of DG Facility from DISCO’s Distribution System upon the provision of thirty days written notice for the conditions which including as follows:

· To allow for routine maintenance, repairs or modifications to DISCO’s Distribution

System

· Upon DISCO’s determination that DG Facility is not in compliance with these Rules

· Upon termination of the Agreement

b. This Agreement may be terminated in accordance with these Regulations

c. The Distributed Generator may terminate the Agreement upon thirty days written notice if the Distributed Generator determines to discontinue the sale of electricity to the DISCO

d. The DISCO shall not terminate the Agreement in any event without prior approval of the Authority

e. All rights and obligations accrued up to termination shall continue in force upon termination
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12. Successors and Assigns

a. Assignment by Applicant: Applicant shall not assign its rights and obligations under this Agreement in whole or in part without the prior written consent of DISCO, which consent shall not be unreasonably withheld or unduly delayed. DISCO may withhold its consent to any proposed assignment if the proposed assignee fails to assume the obligations of Applicant under this Agreement in writing.

b. Assignment by DISCO: The DISCO shall have the right to assign this agreement in whole upon written notification to the Applicant.

c. Successors: This Agreement shall be binding upon the personal representatives, heirs, successors and permitted assigns of the respective Parties.
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13. Applicant and DISCO Signature and Seal

IN WITNESS WHEREOF, Applicant and DISCO have executed this Agreement as of the year and date first set forth above.

Applicant Signature & Date
DISCO’s Signature with Seal & Date
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Title
Title

[image: image60.jpg]


[image: image61.jpg]


[image: image62.jpg]


[image: image63.jpg]


[image: image64.jpg]


[image: image65.jpg]=
[m.
/_m

2





Witness No. 1 (Name & Signature)
Witness No. 1 (Name & Signature)

[image: image66.jpg]EXTRA ORDINARY, PART-1I

National Electric Power Regulatory Authority (NEPRA)

i
Islamabad, the | day of September, 2015

S.R.0 892 (1)/2015.— In exercise of the powers conferred by section 47 read with section
7 (1) of the Regulation of Generation, Transmission and Distribution of Electric Power Act,
1997 (XL of 1997), the National Electric Power Regulatory Authority, is pleased to make the
following Regulations to establish a framework for the regulation of Distributed Generation
by using alternative and renewable energy and net metering. namely: -

1. Short title, commencement and application. — (1)These Regulations may be called the
National Electric Power Regulatory Authority (Alternative & Renewable Energy)
Distributed Generation and Net Metering Regulations, 2015.

(2) They shall come into force at once.

2. Definitions. - (1) In these Regulations unless there is anything repugnant in the subject or
context.—

(a)"Act” means the Regulation of Generation, Transmission and Distribution of Electric
Power Act, 1997 (XL of 1997)

(b)  "Agreement” means the agreement between the Distribution Company and the
Distributed Generator on the Authority's approved format as per Schedule It

(¢)"Applicable Documents” means the rules and regulation issued in pursuance of the
Act by the Authority, from time to time, the generation, distribution and
transmission licences, the Grid and Distribution Codes and any documents,
instruments, approvals, directions or authorizations issued or granted by the
Authority in exercise of its powers under the Act and any document in each =ase
of a binding nature applicable to the licensee;

(dy  "Applicabie Tariff™ means tarifl approved by the Authority for the relevant period
and category ol consumers of the Distribution Company:

(¢)"Applicant” means a consumer of a Distribution Company which submits an
Application to interconnect its Distributed Generation Facility to the Distribution
System of the Distribution Company and who applies for grant of the license o
operate a Distributed Generation Facility as a Distributed Generator;




[image: image67.jpg](0"Application™ means the application submitted by an Applicant to Distribution
Company, for interconnection of a Distributed Generation Facility to  the
Distribution System of a Distribution Company and includes application for grant
of license to the Authority;

(g)  "Authority" means the National Electric Power Regulatory Authority established
under the Act: »

(b “Billing Cycle” means energy recorded by the meters in a period of thirty days:

(i)"Distributed Generation Facility” means a facility set up by a Distributed Generator
using Solar or Wind energy resource for generation of electricity up to | MW

(i) "Distributed Generation" means electrical power generation by solar or wind that is
interconnected to the Distribution System of the Distribution Company at
Interconnection Point;

(k) "Distributed Generator” means a Distribution Company's 3 phase 400V or 1KV
consumer i.e. domestic, commercial or industrial and who owns and/or operates
the Distribution Generation  Facility. and is responsible for the rights and
obligations related 10 the Agreement and licensed by the Authority under these
Regulations:

Distribution System” means the distribution facilities situated within the Service
Territory owned or operated by the licensee for distribution of electric power
including. without limitation, electric lines or circuits, electric plant, meters.
interconnection facilities or other facilities operating at the distribution voltage.
and shall also include any other electric lines, circuits, transformers, sub-stations,
electric plant, interconnection facilities or other facilities determined by the
Authority as forming part of the distribution system, whether or not operating at
the distribution voltage:

(m) "Faul®® means an equipment failure, conductor failure, short circuit, or other
condition resulting from abnormally high or low amounts of current from the
power system:

(m) "Grid Code” means the gifdelines. standards and procedures of technical and
commercial aspects for the access, use and operation of transmission sysiem and
transmission facilities of NTDC as modified and approved by Authority from time
1o time;

(0) "Interconnection Facilities™ means the equipment, including. without limitation.
ctrical lines or circuits, transformers, switch gear, safety and protective devices.
iical plat, used for interconnection

¢l
meters o

() “Interconnection Point” means the point where the metering, installation and
protection apparatus of the Distributed Generator is connected to the Distribution
System of the Distribution Company:

(@) "KWh" means Kilowatt hour: /7

2




[image: image68.jpg](r)"MW™ means megawatt;

(s)"Net Energy Billing™ means a billing and metering practice under which a Distributed
Generator is billed on the basis of net energy over the billing cycle;

(1)"Net Energy™ means a balance (positive or negative) of the kWh generated by
Distributed Generator against the kWh supplied by Distribution Company at the
end of Billing Cycle;

(u)  "Net Metering Facility” means a facility comprising of one or two meters for
measuring the kWh generated by Distributed Generator and supplied by
Distribution Company for determining the net energy;

(v)  "Registrar” means a person designated by the Authority to register and record the
receipt of’ communications, applications and peiitions filed with the Authority and
to perform such other duties under these Regulations as may from time to time be
assigned by the Authority; and

(w)  "Tariff" means the rates, charges, terms and conditions for sale of electric power
to consumers as approved by the Authority and duly notified by the Federal
Government from time to time.

2) The words and expressions used but not defined in these Regulations shall have the same
meaning as are assigned to them in the Act.

APPLICATION AND INTERCONNECTION PROCESS
3. Application Process for Interconnecting Distributed Generation Facility.—

(1) Any person who meets the requirements of a Distributed Generator as defined under the
regulations 2(k) is eligible for submitting application as specified in Schedule-1l to a
Distribution Company.

Provided that the Distribution Company shall be bound to provide information and
Authority*s approved documents in response to the request from Applicant free of cost within
two working days.

(2) Application to Distribution Company along with necessary documents shall be submitted

by intending Distributed Generator to Distribution Company.

(3) Within five working days of receiving an Application, the Distribution Company shall
achnowledge its receipt and inform the Applicant whether the Application is completed in all
hect,

Provided that m case ol any missing information or documents the Applicant shall
provide the same to Distribution Company within seven working days of being informed by
Distribution Company.

(4) Upon being satistied that the Application is complete in all respect, the Distribution

Company shall perform an initial review 1o determine whether the Applicant qualifies for

Interconnection Facility, or may quality subject to additional rcquircmcnts./j
3 (




[image: image69.jpg]Provided that the initial review shall be completed within twenty working days.

(5) In case the initial review reveals that the proposed facility is not technically feasible, the
Distribution Company shall return the Application and communicate the reasons to the
Applicant within three working days after the completion of initial review.

(6) If the Distribution Company is satisfied that the Applicant qualifies as Distributed
Generator, then the Distribution Company and the Applicant shall enter into an Agreement
within ten working days and Distribution Company shall send a copy of the Agreement to the
Authority within seven working days of the signing of the Agreement.

(7) Within seven working days of execution of the Agreement, the Distribution Company
shall issue the Connection Charge Estimate to the Applicant for the proposed interconnection
facility up to the Interconnection Point including the metering installation.

(8) The Applicant shall make the payment of Connection Charge Estimate  within twenty
days ol its issuance.

(9) The Distribution Company shall install and commission the proposed interconnection
facility within thirty days of the payment of demand notice by the Applicant.

Provided that the net metering arrangement shall commence upon grant of license to
the Distributed Generator in accordance with Regulation 4 of these Regulations.

4. Licensing.— (1) Notwithstanding anything contained in NEPRA Licensing (Application
and Modification Procedure) Regulations, 1999 any consumer who enters into an Agreement
with the Distribution Company under net metering arrangement qualifies for grant of a
Distributed Generator License.

(2) Distribution Company shall forward the Application for grant of License as specified in

Schedule -1 to the Authority along with following;

(a) Agreement

(b)  Application for exemption from the requirement ¢f section 24 of the Act as specified
in Schedule-1V,

(¢)  Evidence of deposit of fee as may be specified by the Authority as specitied in
Schedule-V

(d)  Affidavit by Distributed Generator as specified in Schedule-VI

(3)  The Authority may, on receipt of the Application and the documents specified in sub-
regulation (2), grant a license as specilied in Schedule VII to the Applicant.

5. General Powers, Rights and Obligations of the Distribution Company.— (1) A

Distribution Company shall.

(a) allow any of its consumers to establish Distributed Generating facilities to be
interconnected with its Distribution System using either (a) a standard meter capable
of registering the Now of electricity in two directions, or (b) two separate meters one
for selting eleetricity to the Distribution Company and other for purchasing electricity

from the Distribution Cnmpuny./‘7
8




[image: image70.jpg](b) enter into an Agreement with the Distributed Generator, and shall grant
interconnection approval under Regulation 3 (6) after following due process

Provided that the approval of interconnection facility shall not be

unreasonably withheld.

() have the right to review the design of a Distributed Generation Facility and
Interconnection Facilitics and to inspect the same prior to the commencement of
parallel operation with its Distribution System and may require the Distributed
Generator 1o make modifications as necessary to comply with the requirements of
these Regulations.

(2) A Distribution Company may limit the operation and/or disconnect or require the
disconnection of a Distributed Generation Facility from its Distribution System at any
time. with or without notice. in the event of Fault.

(3) A Distribution Company may also limit the operation and/or disconnect or require the
disconnection of Distributed Generation Facility from its Distribution System upon
the provision of thirty days written notice for the conditions which include as follows:

) To allow for routine maintenance. repairs or modifications to the Distribution
System of the Distribution Company:

b) Upon Distribution Company’s determination that Distributed Generation Fazility
is not in compliance with these Regulations:

¢) Upon termination of the Agreement

6. Rights and Obligations of the Distributed Generator.— (1) A Distributed Generator
shall operate and maintain its Distributed Generation Facility and Interconnection
Facilities in accordance with prudent electrical practices.

(2) The Distributed Generator shall not have any right to utilize Distribution Company’s
Interconnection Facilities for the sale of electricity to any other person

Terms of Agreement, Termiuation of Agreement and Dispute Resolution

7. Term of Agreement.— (1) The term of the Agreement between Distributed Generator and
Distribution Company shall be three years with effect from commissioning of Distributed
Generator Facility.

(2) Atthe expiry of initial term, the Agreement may be automatically renewed by the mutual
understanding between the Distributed Generator and the Distribution Company for another
nd 50 on

term of three years &

8. Termination of Agreement. (1) The Distributed Generaty may terminaie the
Agreement upon thirty days written notice it the Distributed Generator decides to discontinue
the sale of electricity o the Distribution Company.

(2) The Distribution Company' shall not terminate the Agreement in any event without prior

approval of the Authority /?





Witness No. 2 (Name & Signature)
Witness No. 2 (Name & Signature)

[image: image71.jpg](3) All rights and obligations accrued up to termination shall continue in force upon
termination.

DISTRIBUTED GENERATION FCAILITY DESIGN AND OPERATING
REQUIREMENTS

9. Protection Requirements.— (1) The protection and control diagrams for the
interconnection of the Distributed Generator shall be in accordance with the provisions of the
Grid and Distribution Codes and approved by the Distribution Company prior to
commissioning of the proposed Interconnection Facilities and a typical single line diagram as
specified in Schedule-VIIIL

(2) The Distributed Generator shall be responsible for the installation of equipment,
including. without limitation, electrical lines or circuits. transformers, switch gear, safety and
protective devices, meters or electrical plant, to be used for interconnection.

Provided that, if the Distributed Generator is unable to install equipment, including.
without limitation. electrical lines or circuits, transformers, switch gear, safety and protective
devices, meters or electrical plant. used for interconnection, the Distribution Company may
exectte the requisite work in case the Distributed Generator offers to deposit the cost to be
incurred on the requisite work at mutually agreed terms.

(3) The protective functions shall be equipped with automatic means to prevent reconnection
of the Distributed Generation Facility with the Distribution facilities of the Distribution
Company.

Provided that the service voltage and frequency is of specified setting and is stable
and mutually agreed between the Distribution Company and the Distributed Generator.

(4) The Distributed Generator will furnish and install a manual disconnect device that has a
visual break to isolate the Distributed Generation Facility from the Distribution facilities.

(5) The grid connected inverters and generators shall comply with Underwriter Laboratories
UL 1741 standard (Inverters, Converters, Controllers and Interconnection System Equipment
for Use with Distributed Energy Resources) which addresses the electrical interconnection
design of various forms of generating equipment, [EEE 1547 2003, IEC 61215, EN or other
internationat standards.

10. Preveuation of Interference.- (1) The Distributed Generator shall not operate such
cquipment that superimposes upon the Distribution System a voltage or current that interferes
with Distribution Company's operations, service 10 its consumers, or communication

facilities.

(2) In the event of such interference, the Distributed Gienerator must diligently pursue and
take corrective action at its own expense after being given notice and reasonable time to do so
by the Distribution Company.

(3) On account of any failure on part of the Distributed Generator to take timely corrective
action, the Distribution Company may, without liability, disconnect the Distribution
Generation facility from the Distribution System, in accordance with these chul:uion-,.,‘j.\

6 G4




[image: image72.jpg]11. Voltage and Frequency Range.- A variation of £3% and £1% is permissible to the
nominal voltage and frequency respectively.

INTERCONNECTION FACILITY FINANCING

12. Responsibility for Costs of Interconnecting a Distributed Generation Facility.—
(1) A Distributed Generator shall be responsible for all costs associated with Interconnection
Facilities up to the Interconnection Point including metering instatlation.

2) The Distributed Generator shall also be responsible for any costs reasonably incurred
by Distribution Company in providing, operating, or maintaining Interconnection Facilities
and Distribution System improvements required solely for the interconnection of the

Distributed Generation Facility with Distribution Company's Distribution System.

(3) In case of non-availability of meter(s) with Distribution Company, the Distributed
Generator may procure such meter(s) directly subject to testing by Distribution Company.
before installation.

NET ENERGY METERING SERVICES

13. Metering Requirements.— (1) The equipment installed for net metering shall be capable
of aceurately measuring the flow of electricity in two directions.

Provided that in case two separate meters are installed, the net energy metering
caleulation shall yield the same result as whena single meter is used.

(2) The Net Energy Metering Facility, shall meet all safety and protection requirements that
are necessary Lo assure sale and reliable operation of the Distributed Generation Facility
when connected to the Distribution System of the Distribution Company and that have been
approved by the Authority.

14. Billing for Net Metering.— (1) At the end of each Billing Cycle following the date of
final interconnection of Distributed Generation Facility to the Distribution System of the
Distribution Company, the Distribution Company shall net off the kWh supplicd by
Distributed Generator against the kWh supplied by it.

Provided that the meter readings shall be carried out preferably through Hand Held
Units (111U) and through automated means as directed by the Authority from time to time.

(2) In case the kWh supplied by Distribution Company exceed the kWh supplied by
Distributed Generator, the Distributed Generator shall be billed for the net kWh in
accurdance with the Applicable Tarift,

(3) In case the KWh supplied by Distributed Generator exceed the kWh supplied by
Distribution Company. the net kWh shall be credited against Distributed Generator’s next
billing cycle for future consumption, or shall be paid by the Distribution Company to the

Distributed Generator guarterly. 7>
L



[image: image73.jpg]Provided that where the Distributed Generator is to be paid, the kWh in a month will be
charged at the tariff of that respective month.

4 The tariff payable by the Distribution Company shall only be the off-peak rate of the
respective consumer category of the respective month and other rates such as variable
charges for peak time, fixed charges, fuel price adjustment, duties/levies will not be payable
by Distribution Company.

15. Power of the Authority to give dircctions, instructions and guidelines.— (1) For
carrying out the purposes of these Regulations, the Authority may issue directions,
instructions and guidelines to the Distributed Generator and the Distribution Company in the
form and manner determined by the Authority, which shall be complied with by the
Distributed Generator and the Distribution Company.

(2) The Authority may, on representation made to it or on its own motion modify or cancel
any direction. instruction or guidelines issued under sub-rule (1). and in so modifying or
cancelling any direction. instruction or guidelines may impose such conditions as it thinks fit.

16. Power to require information.—The Authority may, at any time, by notice in writing
require any director, officer and member of the Distribution Company and/or the Distributed
Generator, generally or in particular to furnish it within the time specified therein or such
further time as the Authority may allow, with any statement or information and without
prejudice to the generality of the foregoing power, may call for information, at such intervals
as the Authority may deem necessary.

17. Resolution of disputes.— Any dispute or disagreement between Distributed Generator
and Distribution Company relating to any matter arising out of, or in connection with, the
activities covered under the Regulations shall be submitted for decision to the Authority.

18. Penalty for failure, refusal to comply with, or contravention with any provision of
the Regulations.— If any person fails or refuses to comply with, or contravenes any of the
provisions of these Regulations or any direction or order passed by the Authority under these
Regulations or knowingly or will fully authorizes or permit such failure, refusal or
contravention, he shall. be punishable with a fine which may extend to 100 million rupecsO
/.

i BN -
No. NEPRA/NMR-01/ ‘ %t&
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Registrar

e

ot



[image: image74.jpg]C Combiner Box D Distribution Box

Distribution

Solar PV array





Page 6


Schedule-II

[See Regulation 3(1)]

Standard Distributed Generation Application Form for Distribution Company


	
	Distributed by
	
	
	Approved by
	

	Name & Address of DISCO
	
	
	
	

	
	
	
	
	
	

	
	MULTAN  ELECTRIC POWER COMPANY (MEPCO)
	
	
	National Electric Power Regulatory Authority
	

	
	
	
	
	
	

	
	KHANEWAL ROAD , MULTAN
	
	
	(NEPRA)
	

	
	
	
	
	
	

	
	
	
	
	
	



Contact Information—The applicant is the person that is legally responsible for the [image: image3.jpg]


[image: image4.jpg]


[image: image5.jpg]


 generation system [image: image6.jpg]




Applicant’s Last Name
First Name


CNIC of Applicant/CUIN in case of Company (copy to be attached)


Applicant’s Mailing Address


Applicant’s Phone Number & Email Address

	Office:-
	Fax:-

	
	

	Cell:-
	Email:-

	
	


Emergency Contact Numbers


[image: image7.jpg]


Location of Generation System


Address at which DG facility is located


Latitude-Longitude (i.e. 49o 32"N 91o 64’ 18” optional)


[image: image8.jpg]


Applicant/Consumer Reference Number


[image: image9.jpg]


Applicant’s Ownership Interest in the Generation System

	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	Owner
	
	Co-owner
	
	Lease
	
	Other ____________
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[image: image10.jpg]


Primary Intent of the Generation System


	Onsite Use of Power
	
	Net Energy Billing



[image: image11.jpg]


Electricity Use, Production and Purchases


(a) Anticipated annual electricity consumption of the facility or site: (KWh)/yr.

(b) Anticipated annual electricity production of the generation system: (KWh)/yr.

(c) Anticipated annual electricity purchases (i.e., (a) minus (b) (KWh)/yr.

"Value will be negative if there are net sales to the DISCO.”


[image: image12.jpg]


Installing Contractor Information (If Applicable)


Contractor’s Last Name
First Name


Name of Firm


Contractor’s Phone Number
Email Address


Mailing Address


[image: image13.jpg]


Requested In-Service Date


[image: image14.jpg]


Provide One-Line Schematic Diagram of the System [image: image15.jpg]


[image: image16.jpg]


[image: image17.jpg]




	
	
	
	Schematic is attached
	
	
	
	
	
	
	Number of Pages
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	Generator/Inverter Information
	
	
	
	
	
	
	
	

	
	Manufacturer
	
	
	
	
	
	Model No
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	Version No.
	
	
	
	
	
	Serial No.
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	Generation Type (Check one)
	
	
	
	
	
	Generation Type (Check one)
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	Three Phase
	
	Single Phase
	
	
	
	Inverter
	
	
	Other __________
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	Name Plate AC Ratings (Check one)
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	_________ KW
	
	____              KVA
	
	
	
	____________ volts
	
	

	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	Primary Energy Source
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	



Note:- If there is more than one inverters, attach an additional sheet describing each
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Site Plan Showing Location of the External Disconnect Switch (attach additional sheets as needed)


[image: image18.jpg]


Design Requirements


(a) Has the proposed distributed generation paralleling equipment been certified by

	Electrical inspector?
	
	Y
	
	N



[image: image19.jpg]


Other Comments, Specification and Exceptions (attach additional sheets if needed)


[image: image20.jpg]


Applicant and Installer Signature


To the best of my knowledge, all the information provided in this application form is completed and correct.

Applicant Signature
Date


Installer Signature (if applicable)
Date
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Schedule-III

[See Regulation 4(2)]

APPLICATION FOR GRANT OF LICENSE

NATIONAL ELECTRIC POWER REGULATORY AUTHORITY (NEPRA)


1. Name of Applicant:

1. (a)CNIC of

Applicant/CUIN
in
case
of

Company (Copy to be attached)

1. (b) Address:

1. (c) Contact No's:



Office______________________ Fax ____________________

Cell ________________________


1. (d) Email Address:


2.Location of DG facility:


3. Name of DISCO with which

the DG facility is proposed to be

Interconnected

4. Size of

DG facility:


5. Approximate monthly energy

proposed
to
be
supplied
to

DISCO (KWh):


6. Fee to be deposited:

(Non-Refundable)


Applicant’s Signature


Date
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Schedule -IV

[See Regulation 4(2) (b)]

Application for Exemption from section 24 of the Act

I/we ___________________________________________________________ for the purposes of grant of License of Distributed Generator under NEPRA (Alternative & Renewable Energy) Distributed Generation/Net Metering Regulations 2015 hereby request the Authority for grant of exemption from the requirement of being registered as a company under the Companies Ordinance, 1984 (XLVII of 1984) under section 24 of the Act.

Name and Address of Distributed Generator:

Stamp
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Schedule -V

[See Regulation 4(2) (c)]

Fee Schedule

A Distributed Generator shall be bound to pay the onetime fee through pay order in favor of

National Electric Power Regulatory Authority (NEPRA) as per following fee schedule:

	
	Serial #
	
	
	
	Size of the DG Facility
	
	
	
	Cost
	

	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	

	1.
	
	
	
	0-20 KW
	
	
	Free of Cost

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	2.
	
	
	
	>20-50 KW
	
	
	Rs. 500/-

	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	

	3.
	
	
	
	>50-100 KW
	
	
	Rs. 1000/-

	
	
	
	
	
	
	
	
	

	4.
	
	
	
	>100- 1000 KW
	
	
	Rs. 5000/-
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Schedule -VI

[See Regulation 4(2) (d)]

Affidavit

(On non-judicial paper of Rs. 5/-)

I/we ____________________________________________________________ hereby confirm that I/we have read the NEPRA License Template and agree to abide by its Terms and Conditions and the contents of the Application are true and correct to the best of my knowledge and belief and nothing has been concealed thereof.

Deponent

Name:


CNIC No:


Date:


Oath Commissioner
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Schedule -VII

[See Regulation 4 (3)]

Generation License Template

1. NEPRA hereby grants Generation License to (______________________________________) under Regulation 4 of the NEPRA (Alternative & Renewable) Distributed Generation/Net Metering Regulations, 2015 for a period of ___________Years. This License is valid up to 20________

2. The Licensee shall abide by the provisions under NEPRA (Alternative & Renewable) Distributed Generation/Net Metering Regulation 2015 during the currency of the License.

3. The technical parameters of the net metering arrangement are shown hereunder;

	i.
	Primary Energy Source
	
	Solar/Wind
	

	ii.
	Size of DG Facility
	_________KW


iii. Generator/Inverter Information

Manufacturer__________________________________, Model No. ________________

iv.
Generation Type
Invertors/Other

4. This License may be renewed subject to NEPRA Regulation___ ______________________

_________________

NEPRA Authority

____________________

Name and Address of

Distributed Generator
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M E P C O

(SOP)
STANDARD OPERATING PROCEDURE
ON-GRID SOLAR ROOFTOP NET METERING


STANDING OPERATING PROCEDURE (SOP)
FOR PROCESSING DISTRIBUTED GENERATION APPLICATIONS

Pursuant to NEPRA SRO issued vide SRO-892 (1)/2015 dated 1st September, 2015 for the regulation of Distributed generation by using alternative and renewable energy and net metering to encourage large scale generation in the sector.   In this regard following SOP is hereby proposed for guidance of the field staff of DISCOs for expeditious implementation. 

A        Definitions: 

In this SOP, the words and phrases have the same meanings as provided in the Regulation of Generation, Transmission and Distribution of Electric Power Act, 1997( XL of 1997), the National Electric Power Regulatory Authority (Alternative and Renewable Energy Distributed Generation and Net. Metering Regulation 2015, the Electricity Act 1910 including Electricity Rules, 1937 except as mentioned below. 
a) Office or DISCO’s Office means Office of Focal person. 

b) Focal person means the local Deputy Manager (Operation) of the concerned Division and the applications will be submitted / registered in the office. 

c) Regulation means National Electric Power Regulatory Authority (Alternative and Renewable Energy Distributed Generation and Net. Metering Regulation 2015) issued vide SRO-892 (1)/2015 dated 1st September, 2015 which can be downloaded from NEPRA Website www.nepra.org.pk.
d) Schedule means Schedule appended to the Regulation

e) Inspection Committee means the committees as mentioned in Para 10 of Clause C  of this SOP

f) Inspection Authority means the Authority in Para 5 of Clause D of this SOP

g) Import”- means energy supplied by the DISCO grid to DG

h) “Export”- means energy delivered to the DISCO grid by the DG.
All other words shall have the same meanings as mentioned in the Regulation 

B.     Registration of Application

1. Any person who meets the requirements of a Distributed Generator as defined under the Regulations 2(k) is required to submit application (as specified in Schedule-II of Regulations duly filled along with necessary documents) in the office relevant DISCO’s focal person. 

2. Application can be down loaded from NEPRA’s website www.nepra.org.pk. (Appendix-1)

3. The filled in application along with necessary document shall be submitted by the intending Distributed Generator to the focal person of the Distribution Company.

4. The focal person shall accord solar net metering approvals on a first come first served basis until the grid connected Solar PV installed Capacity reaches 80% of the closest upstream Distribution Transformer rated capacity based on the verification by the Assistant Manager Operation concerned. The priority for such applications shall be maintained at division level for which a separate register shall be maintained for such applications.
Page 15

C. Application Processing
1. Within in five working days of receiving an application the DISCO shall acknowledge its receipt and inform the applicant whether the application is complete in all respect. This includes verification of arrear if any, spot inspection by the inspection committee and submission of technical feasibility report to be prepared by the Inspection committee.

2. While preparing the Technical Feasibility of proposed interconnection Inspection Committee shall keep in view following checks:

i. The sanctioned DG load on any T/F should not be more than 80% of its capacity. 
ii. To check whether the proposed interconnection will require upgrading the capacity of existing distribution network.

iii. Phase balancing has to be checked to avoid unbalancing of load in secondary circuit of distribution line.


(Appendix- A  is attached for guidance).

3. In case of any missing information or document, the Applicant shall provide the same to the DISCO Office within seven working days of being informed by the office. 

4. The DISCO’s Office shall perform an initial review to determine whether the Applicant qualifies for Interconnection Facility, or may qualify subject to additional requirements. Provided that the initial review shall be completed within twenty working days. 

5. In case the initial review reveals that the proposed facility is not technically feasible, the DISCO's Office shall return the Application and communicate the reasons to the Applicant within three working days after the completion of initial review. 

6. If the DISCO's Office is satisfied that the Applicant qualifies as Distributed Generator, and an approval in writing from Provincial Electric Inspector as mentioned in Clause 6  of Schedule I appended to the Regulation has been submitted by the Applicant, the DISCO's Office and the Applicant shall enter into an Agreement (as per schedule-I of Regulation) within ten working days and DISCO’s Office shall send a copy of the Agreement to the NEPRA within seven working days of the signing of the Agreement. The DISCO's office shall forward the Application for grant of License as specified in Schedule -III of the Regulation, to the Authority along with followings; 

i. Agreement 

ii. Application for exemption from the requirement of section 24 of the Act as specified in Schedule-IV, 

iii. Evidence of deposit of fee as may be specified by the Authority as specified in Schedule-V 

iv. Affidavit by Distributed Generator as specified in Schedule-VI 

7. Within seven working days of execution of the Agreement, the DISCO’s Office shall issue the Connection Charge Estimate to the Applicant for the proposed interconnection facility up to the Interconnection Point including the metering installation.
8. The Applicant shall make the payment of Connection Charge Estimate within twenty days of its issuance and will intimate the office in writing
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9. The DISCO's office shall install and commission the proposed interconnection facility within thirty days of the payment of demand notice by the Applicant. Provided that the net metering arrangement shall commence upon grant of license to the Distributed Generator in accordance with Regulation 4 of these Regulations. 10.Following  will be competent to check the interconnection facility before parallel operation, issue connection charge estimates and  to sign the agreement with Distributed Generators:
a. For the categories of consumers for which  SDO(Operation)  or XEN (Operation)  are competent to sanction the connection then following shall be the procedure to complete the process.  : 

i. Interconnection facility checking/inspection by:
Dy. Manager (Operation), 
AM (M&T), AM (P&I)

ii. Issuance of connection charge estimate by: 
Dy. Manager (Operation) 

iii. Signing of agreement by:


Dy. Manager (Operation) and 

Witnessed by AM (O)& LS

b. If Manager (Operation) office is competent to sanction the connection in respect of that category of consumers: 
i. Interconnection facility 
Checking/inspection by: Manager (Operation), 








   DM (M&T), DM (P&I)
ii. Issuance of connection charge estimate by: 
   Manager (Operation) 

iii. Signing of agreement by: 


   Manager (Operation) and 

witnessed by DM (O)&AM (O)
c. If CE (P&E) / CEO office is competent to sanction the connection in respect of that category of consumers: 
i. Interconnection facility 
Checking/inspection by: CE (P&E), Manager (Operation), 

RM (M&T), Manager GSO,
ii. Issuance of connection charge Estimate by: 
CE (P&E) 

iii. Signing of agreement by:


CE (P&E) and witnessed by 

DM (Planning)& AM (Planning)
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D.
Some important pre-requisites:

1. Load flow study (on PSSE software) will be compulsory for all distributed generators having installed capacity of more than 500 KW. 

2. For distributed generator having capacity <500 KW and >10KW may submit load flow study on FDRANA. 
3. The DG capacity upto 10 KW is absolved from interconnection study. 
4. When the accumulative capacity of (already allowed) Distributed Generators become 80% of loading capacity of installed distribution transformer, agreements with new Distributed Generator will be signed subject to the augmentation of existing distribution transformer on cost deposit basis by the new distributed generator. 

5. Safety inspection for DG should be obtained from the appropriate authorities (the inspection authority) as mentioned below:
	Load up to 10 KW
	A committee comprising of the concerned Deputy Manager (M&T) and Assistant Manager (Operation) shall be the inspecting authority.

	Load above 10 KW

	A committee comprising of the concerned Deputy Manager (M&T) and Deputy Manager (Operation) shall be the inspecting authority.


Safety inspections shall be carried out by the inspection authority within 10 (Ten) working days from the date of readiness intimation by the applicant. Safety certificates shall be issued within 5 (five) working days from the date of safety inspection or rectification of defects, if any.

6. Mandatory safety precautions/features which have to be taken into consideration as part of the grid connected installations are:-  

(a).
An inbuilt Inverter relay which trips on grid failure and thus prevents any solar power injection to the Grid when there is no power in Grid (anti islanding protection shall be tested by the respective officers during routine service connection inspections), and necessary protection arrangements shall be made when there is no grid supply on single/two/three phases. The inspection authority shall ensure the protection before commissioning. The applicant’s installation shall be disconnected in the event of such exigencies to prevent accident or damage to men and material.

(b). The DG Facility should be separately grounded/ earthed. Lightning arrestors also to be provided for DG Facility Manual isolator switch with locking facility shall be provided at ‘Ground Floor’.

7. A single bi-directional service connection meter shall be installed to measure import and export (KWH) separately. For existing service connections, the uni-directional service connection meter shall be replaced with a bi-directional service connection meter. Bi-directional service connection meter accuracy and facilities shall be the same as applicable to the standard uni-directional meters for the relevant type of service connection and tariff.
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E.
Distributed Generation Facility Design and Operating Requirements:

Pursuant to Clause-9 “Protection Requirements” of the Alternative and Renewable Energy Distributed Generation and Net. Metering Regulation 2015 for implementing net metering policy, following protection requirements are hereby proposed to be incorporated in design of the system.
1) Single Line Diagram:

 The protection and control diagrams for the interconnection of the Distributed Generator shall be in accordance with Single Line Diagram as proposed at Appendix -E to be approved by the Distribution Company prior to the commissioning of the system. 

2) Distributed Generator shall be responsible for installation of all of the equipment and protective devices to be used for the interconnection.

3) Earthing Protection: 
A minimum of two separate dedicated and interconnected earth electrodes must be used for the earthing of the solar PV system support structure with a total earth resistance not exceeding 5 ohms as below: 

(i) Equipment earth (DC) &

(ii) System earth (AC) 

Both equipment earth (DC) and system earth (AC) shall be checked for proper earthing.

· Equipment Earth (DC): All metallic  parts of DG Facility such as PV modules, DCDB, generator, iron clad Switches will be connected to earth with two separate and distinct earth connections  to Avoid any loss of property or Human being. 
4) Surge Protection:
i. Surge protection shall be provided on the DC side and the AC side of the DG facility.
ii. The DC surge protection devices (SPDs) shall be installed in the DC distribution box adjacent to the solar grid inverter and generator. 

iii. The AC SPDs shall be installed in the AC distribution box adjacent to the DG facility.
iv. The SPDs earthing terminal shall be connected to earth through the above mentioned dedicated earthing system.

v. The Lightening Arresters need to be provided for the buildings which are of more than 15 meters height only.

5) Earthing shall be done in accordance with Standard Design Instructions  to be issued by DISCO in consultation with Chief Engineer (D&S) NTDCL.

6) The Applicant/ consumer  shall be present at the time of synchronization of the installation.

7) The consumer shall provide suitable capacity of Porcelain Cutouts (100 Amps, or 200 Amps) to enable line man to disconnect the installation so as to provide a safe zone for maintenance works. 

8) If the installation satisfies all the above conditions the synchronization of the DG Facility shall be carried out by the concerned Assistant / Deputy Manager (Operation) along with M&T staff within 3 working days from the issue of approval for synchronizing and commissioning.
9) At the time of commissioning, the meters installed shall be jointly inspected and sealed on behalf of both the parties and shall be interfered / tested or checked only in the presence of the representatives of the consumer.
10) The concerned Assistant / Deputy Manager (Operation) will issue synchronization certificate  to the applicant DG Facility after synchronization and commissioning
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F.
Periodical Inspections:

1) Both uni-directional and bi-directional energy meters are to be tested as per schedule by M&T staff once in 6 months. 

2) The inverter functionality of every installation is to be checked by M&T staff once in 6 months.

3) Periodical test reports/inspection reports shall be submitted to the concerned Assistant Manager (Operation) and Deputy Manager (Operation).
G.
Billing Procedure:

Pursuant to Clause-14 “Billing for Net Metering” of the Alternative and Renewable Energy Distributed Generation and Net Metering Regulation 2015 for implementing net metering policy, following procedure is hereby proposed to be adopted:

1) The consumer shall receive a monthly net import/export bill indicating either net export to the grid or net import from the grid. 
2) The meter reader has to capture import & export energy and other billing parameters recorded by the bi-directional meter. 

3) In case of net import bill, the Distributed Generator shall be billed for the net kWh in accordance with applicable tariff.
4) In case, the energy exported to DISCO is more than the import, the net kWh shall be credited against Distributed Generator next billing cycle for future consumption. After continuous credit of three months DG is liable to claim energy cost from DISCO.. Provided that where the Distributed Generator is to be paid, the kWh in a month will be charged at the tariff of that respective month.

5) The tariff payable by DISCO shall only be the off-peak rate of the respective consumer category of the respective month and other rates such as variable charges for peak time, fixed charges, fuel price adjustment, duties / levies will not be payable by the DISCO.  

H. General Guidelines

1. The applicant is required to install the DG Facility through system installer who has experience in design, supply and installation of DG Facility.
2. The DG Facility should comply with the relevant IEC technical standards.

3. The installation work has to be carried out as per the approved drawing and as per standards.

4. In case the installed (also read proposed) capacity of the DG Facility is higher than the sanctioned load of the consumer, which consequently requires an up-gradation in the infrastructure (service line meter with CT (if required), transformer upgrading  (if required)), the consumer will have to upgrade at his / her / its own cost.

5. The applicant shall provide check meters when the DG Facility is more than 20 KWP.
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N E P R A

(ALTERNATIVE & RENEWABLE ENERGY) DISTRIBUTED GENERATION AND NET METERING REGULATIONS, 2015

1ST SEPTEMBER 2015

· Also download these NEPRA notifications From net metering tab of www.mepco.com.pk
· SRO 1025(I)2017 10-10-2017.PDF
· Amendments in Net Metering SRO 1261(I)2017
· NEPRA NOTIFICATION-SRO-892-2015
[image: image21.png]NATIONAL ELECTRIC POWER REGULATORY AUHTORITY
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OV(Q)}W NOTIFICATION

S.R.O. -~ In exercise of the powers conferred by section 47 of the Regulation of
Generation, Transmission and Distribution of Electricity Power Act, 1997 (XL of
1997), the National Electric Power Regulatory Authority is pleased to make the
following amendment(s) to the National Electric Power Regulatory Authority
(Alternative & Renewable Energy) Distributed Generation and Net Metering
Regulations, 2015, notified vide S.R.O. 892(1)/2015, namely:—

In sub-regulation (1) of regulation 2, in clause (k), the word “or” appearing for

the second time shall be replaced with a comma and the words “or agricultural”

P
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( Syed Safeer Hussain )
Registrar

shall be inserted after the word “industrial”.
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National Electric Power Regulatory Authority

NOTIFICATION

W
YO
Islamabad, the day of December, 2017

)

—In exercise of the powers conferred by section 47 of the Regulation of Generation,

Transmission and Distribution of Electric Power Act (Act No. XL of 1997), the National Electric Power

Regulatory Authority is pleased to approve the following amendments in the National Electric Power

Regulatory Authority (Alternative & Renewable Energy) Distributed Generation and Net Metering
Regulations, 2015, notified vide S.R.O. 892(1)/2015 dated 1* September, 2015, namely:—

In the aforesaid Regulations, -

(a) in regulation 2,

it

the sub-regulation (1) (e), shall be substituted with the words “"Applicant" means a 3 phase
400V or | 1kV domestic, commercial, industrial or agricultural consumer of a Distribution
Company, which submits an Application to interconnect its proposed Distributed
Generation Facility to the Distribution System of the Distribution Company and who
applies for grant of the license to operate a Distributed Generation Facility as a Distributed

Generator™;

the sub-regulation (1) (k) shall be substituted with the words, “"Distributed Generator"
means an Applicant licensed by the Authority under these Regulations to undertake

Distributed Generation”;

(b) in regulation 3,

ii.

the sub-regulation (1) shall be substituted with the words, “Any Applicant who meets the
requirements of these Regulations is eligible for submitting an Application as specified in
Schedule-11 to a Distribution Company;” which shall be followed by the proviso, “Provided
that the Distribution Company shall be bound to provide information and Authority's
approved documents in response to the request from Applicant free of cost within two
working days.”;

in sub-regulation (2), for the words “intending Distributed Generator™ , the words “the
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[image: image23.png]Applicant” shall be substituted;

(¢) in regulation 4, in sub-regulation (3), after the word “Applicant” the words “within seven working

days after receipt of requisite documents™ shall be inserted;

(d) in regulation 7,

1. in sub-regulation (1), for the word "three" the word “seven” shall be substituted;

i, the sub-regulation (2), shall be substituted with the words “At the expiry of initial term, the
Agreement may be automatically renewed between the Distributed Generator and the
Distribution Company for another term of seven years and so on unless the Distributed
Generator or the Distribution Company terminates the Agreement in accordance with the

Regulations™;

(e) in regulation 14, after sub-regulation (4), following sub-regulation (5) shall be inserted, “The
Authority may determine the tariff payable by the Distribution Company to the Distributed
Generator from time to time; provided, however, the tariff once awarded to a Distributed Generator

shall remain valid for a term of the Agreement/License.”;

(f) in Schedule-l to the regulations,

i, in serial no. 2 titled as “Applicant’s Representations and Warranties”, the clause “c.” shall

be substituted by the words, “The DG facility shall be installed to Applicants satisfaction™;

ii. in serial no. 6 titled “DG Facility Commissioning and Testing”, the words “duly certified
by Electrical Inspector” shall be omitted and after the words “DISCO shall thereupon have
the right to test the DG Facility”, the words “and ensure that DG facility fulfils the
safety/quality standards in accordance with SOPs developed by Ministry of Energy for
approval/installation of net metering application/connection/system or any other

requirement provided in the relevant law as the case may be” shall be inserted;

iii. in serial no. 11 titled “Term and Termination of Agreement”, the first paragraph shall be
substituted with the words “The term of Agreement between Distributed Generator and

DISCO shall be seven years with effect from the date of commissioning of DG facility. At

the expiry of initial term, the Agree

megnt may be automatically renewed between
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[image: image24.png]Distributed Generator and DISCO for another term of seven years and so on unless the

Parties terminate the Agreement in accordance with the Regulations.”;

(g) Inschedule-11tothe regulations, the table in the Standard Distributed Generation Application Form
For Distribution Company having words “(a) Has the proposed distributed generation paralleling
equipment been certified by Electrical inspector? Yes/No”, shall be omitted,

(h) In schedule-II to the regulations, the word “proposed” shall be inserted before the words “ DG
facility” wherever occurring;

(i) In schedule-I1I to the regulations, the word “proposed” shall be inserted before the words “DG

—e

do et

[No. NEPRA/ Ngg_qv REGISTRAR.

facility” wherever occurring.
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SINGLE LINE DIAGRAM
ON GRID SOLAR ROOFTOP PV SYSTEM

FOR NET METERING INTERCONNECTION
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Flow chart of Interconnection Process
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STEPS FOR NET METERING APPLICATION PROCESS
· Eligible DG submits application along with required documents in MEPCO Office (Schedule II of Regulations)

· MEPCO provides acknowledgement whether application is complete or Not.

· If application is complete MEPCO performs an initial review to see whether it qualifies for interconnection facility Or Not.

· If application is incomplete, applicant will provide documents within 7 days

· If application is complete MEPCO performs an initial review to see whether it qualifies for interconnection facility.

· MEPCO performs technical feasibility verification within 20 days.

· In case proposed facility is not technically feasible MEPCO informs about reasons of rejection within 3 working days after completion of initial review.

· If facility is technically feasible MEPCO approves installation of SRTPV +& enters into an agreement within 10 days (Schedule-I of Regulations).

· MEPCO sends copy of agreement to NEPRA within 7 working days of its signing. MEPCO shall forward the application for grant of License (Schedule-II of Regulations)

· MEPCO will issue connection charge estimate within 7 working days of agreement signing.

· Applicant shall make payment of estimate within 20 days.

· MEPCO shall install/Commission the DG facility within 30 days of payment of Demand Notices.

· Net Metering shall commence in upon grant of license to DG in accordance with in Regulation IV of these regulations.

· The file is sent for Billing

Note:    

· Distributed Generator Facility 

· Solar/Wind energy resource for generation of electricity from 1KW to 1MW

· Eligible Distributed Generator

· 3 Phase 400V or 11 KV Consumers i.e. Domestic, Commercial, Agricultural or Industrial, who owns operates Distributed Generated Facility
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	TECHNICAL FEASIBILITY, TEST CHECK & INSPECTION

	PROFORMAS


Net Metering Technical Feasibility Report
Appendix –A

Inspection / Test Check Performa 
Appendix –B
Sample Specifications of Solar Grid Inverter for guidance purpose 
Appendix –C

CHECKLIST FOR DG’s GRID SAFETY QUALIFICATION

Appendix –D

Appendix –A

Net Metering Technical Feasibility Report

A. Particulars of the Applicant:

i. Name of the Applicant:

ii. Address:

iii. Telephone No/Mobile No:

iv. Email address:

v. Reference No. of existing connection

vi. Sanctioned Load in kW (A):

vii. Applicable tariff:

viii. Detail of existing energy meter

a) Make and type

b) Single / three phase:

b) Capacity in ampere:

c) Direct reading or CT operated:

B. Name of:

a) Operation Sub-Division

b) Feeder/code

c) 132/11.5 KV Grid Station:

C. Details of Distribution Transformer:

i. Capacity of Distribution Transformer in KVA (B)

ii. Voltage ratio of Distribution Transformer

iii. Solar PV capacity already connected to this Distribution Transformer in KW (C):

iv. Proposed Solar PV capacity in KW (D):

v. Total Solar PV capacity including the proposed new capacity: (E = C + D):

Note: The proposed solar PV capacity addition is technically feasible if

a) The total solar PV capacity (E) in kW is not more than 80% of the Distribution Transformer capacity in KVA (B) [E <= B x 80%] and
b) The proposed solar PV capacity in kW (D) does not exceed the sanctioned load of the service connection in kW (A) [D <= A].

D. Feeder Details (Applicable for the HT consumers applied for LT connectivity).
i. Name of the feeder/code

ii. Name of Grid Station from which the feeder is emanating with voltage ratio

iii. Type and size of the conductor

iv. Current carrying capacity of the feeder

v. Maximum load reached on the feeder in KW

vi. Total connected Distribution Transformer capacity on this 11KV feeder(KVA)

vii. SPV generators connected on this feeder, if any, and their capacity in KW.

E.  Conclusion: 

Whether it is technically feasible to connect the proposed solar PV system to the service connection (Yes or No):
Deputy Manager (Operation)___________
Deputy Manager (M&T)________
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Appendix –B

Inspection / Test Check Performa

A. Service Connection Details:

i. Name of the Consumer:

ii. Address:

iii. Telephone No/Mobile No:

iv. Email address:

v. Reference No. of existing connection

vi. Applicable tariff:

vii. Details of already existing (removed energy meter)

a) Make and type

b) Meter Readings

c) Serial number

d) Month / year of manufacture

B. Details of the Newly Installed Bidirectional Meter

i. Make and type

ii. Serial number

iii. Month / year of manufacture

iv. Capacity:

v. Meter constant (for CT-operated meters):

vi. Import register reading (kWh):

vii. Export register reading (kWh):

viii. Accuracy ………….

C. Solar Generation Check 
i. Make and type

ii. Serial number

iii. Month / year of manufacture

iv. KWH Reading

v. Meter constant (for CT-operated meters):

vi. Accuracy…………

D. Solar Grid Inverter
i. Make:

ii. Serial number:

iii. Capacity:

iv. Input DC voltage range:

v. Output AC voltage range:

vi. Anti-Islanding Protection Check - if the grid fails the status of the contactor (on or off)

E. Solar PV modules
Total capacity of solar modules (kW):

Deputy Manager (Operation)__________
Deputy Manager (M&T)________
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Appendix –C

Sample Specifications of Solar Grid Inverter for guidance purpose

	Total output power (AC) 

	To match solar PV plant capacity while

achieving optimum system efficiency

	Input DC voltage range 
	 As required for the solar grid inverter DC input.

	Maximum power point (MPPT) tracking
	Shall be incorporated

	Number of independent MPPT inputs
	1 or more

	Operation AC voltage
	Single phase 280V or Three phase 415V (+ 12.5%, -20%)

	Operating Frequency range 
	 47.5 – 52.5 Hz

	Nominal frequency
	50 Hz

	Power factor of the inverter 
	>0.98 at nominal power

	Total harmonic distortion 
	Less than 3%

	Built-in Protection 
	AC high / low voltage; AC high /low frequency

	Anti-islanding protection 
	As per VDE 0126-1-1, IEC 60255.5 / IEC 60255.27

	Operating ambient temperature range
	-10oC  to +60 0C

	Humidity
	0 – 95% Rh

	Inverter efficiency

Inverter weighted efficiency
	>=95%

>=94%

	Protection degree
	IP 65 for outdoor mounting, IP 54 for

	Communication interface 
	RS 485 / RS 232 / RJ45

	Safety compliance
	IEC 62109-1, IEC 62109-2

	Environmental Testing 
	IEC 60068 - 2 (1,2,14,80)

	Efficiency Measurement Procedure
	IEC 61683

	Cooling 
	Convection

	Display type


	LCD for data display. LCD / LED for

status display

	Display parameters to include
	Output power (W), cumulative energy

(Wh), DC voltage (V), DC current (A),

AC voltage (V), AC frequency (Hz), AC

current (A), cumulative hours of operation (h).


Note:

Inverter Standards

Inverter should comply with IEC 61683 for efficiency and measurements and should comply IEC 60068 -2 (1, 2, 14, 80) / Equivalent BIS standard for environmental testing.

Inverter should supervise the grid condition continuously and in the event of grid failure (or) under voltage (or) over voltage, solar system should be disconnected by the circuit breaker/auto switch provided in the inverter.
Page 38

Appendix –D
MULTAN ELECTIRIC POWER COMPANY
CHECKLIST FOR DG’s GRID SAFETY QUALIFICATION
1.0.   Solar RTPV – Customer and Location Data

	1
	Customer Name
	

	2
	Address
	

	3
	Customer Contact -  Email
	

	4
	Customer Contact – Mobile No.
	

	5
	DG Installer – Name & Address
	

	6
	MEPCO Officer in Charge
	


2.0
Component Inspection Checklist

	Sr. No
	Item Type
	YES
	NO

	1
	Installation layout – is it as per drawing?
	
	

	2
	Inverter  IEC standards qualified
	
	

	3
	PV panel / DG IEC standards qualified
	
	

	4
	PV isolators / PV cables IEC standards qualified
	
	

	5
	AC disconnect manual switch provided
	
	

	6
	Meters checked by M&T 
	
	

	7
	Any other critical component IEC standards certified
	
	


3.0Grid Functional Safety Checklist

	Sr. No
	Item Type
	YES
	NO

	1
	Check-PV Inverter and islanding (utility side)

Disconnect Grid and check whether PV generator seizes Generation immediately
	
	

	2
	Check Reconnect time Reconnecting the Grid, PV Generator reconnects minimum 60 seconds later (Single Phase) or minimum 800 seconds later (three Phase connectivity)
	
	

	3
	Bi directional flow recorded on MEPCO  Meter
	
	

	4
	Consumption (import) only mode OK?
	
	

	5
	PV inverter anti islanding tested at array side
	
	

	6
	Solar Generation meter OK?
	
	

	7
	Check all earthings provided at ACDB/DCDB/LA
	
	


It is certified that the PV installation is qualified to be connected to MEPCO Grid.
Dy. Manager (Operation)

______Division  MEPCO
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Certification 

No. (Prov.)

Company 

Name

Address Contact Details

1.

B/3/1/Net 

Met/Ayk/17/01

M/s AYK 

(Private) Limited

Alsharif Market 

Main

 

Model 

Town Road, 

Gujranwala.

Tel:

0553-255800

0321-6456446

Email:

 

info@ayk.com.pk

2.

B/3/1/Net 

Met/NEPL/17/02

M/s Nizam 

Energy Private 

Limited

G30 / 4, KDA 

Scheme 05, 

Block 08, Clifton, 

Karachi

Tel:

0300-8250564

0345-5877772

Email:  

sales@nizamenergy.com

3.

B/3/1/Net 

Met/RES/17/03

M/s REON 

Energy Private 

Limited

3RD Floor 

Dawood Centre, 

MT Khan Road, 

Karachi

Tel:

021-35632200

042-35861050

Email: 

info@reonenergy.com

4.

B/3/1/Net 

Met/PITCO/17/0

4

M/s PITCO 

Private Limited

2nd Floor Al-

Maalik, 19 

DEVAS Road, 

Lahore

Tel:

042-36313235/36

Email:  

net.metering@pitcopk.co

m

5.

B/3/1/Net 

Met/STPL/17/05

M/s Solar Tech 

(Private) 

Limited

3rd Floor, PACE 

(DAMAS)

 

Mall, 

MM Alam Road, 

Gulberg-II, 

Lahore.

Tel:

042-35778380

0311-9898222

Email: 

info@solartech.com.pk

6.

B/3/1/Net 

Met/PEPL/17/06

M/s Premier 

Energy Private 

Limited

42 E/1 Ghalib 

Road

 

Gulberg, 

Lahore

Tel:

042-111234235

091-5603171

Email: 

info@premierenergy.com.

pk

7.

B/3/1/Net 

Met/MASCO/17/

07

M/s MASCO 

Energy Services

12/1 – Sector 23 

Korangi 

Industrial Area, 

Karachi

Tel:

021-35069471

042-37511851-3

Email: 

info@mascoenergy.com

8.

B/3/1/Net 

Met/TSK/17/08

M/s TSK 

Engineering Intl. 

Private Limited

54-A Small 

Industrial 

Estate, Jamrud 

Road,

 

Peshawar, 

Pakistan

Tel:

091-5830596

0346-8595614

Email:  

tskpakistan@yahoo.com

9.

B/3/1/Net 

Met/CEPL/17/09

M/s Creative 

Electronics 

Private Limited

1601S , Quaid-e-

Azam

 

Industrial 

Estate, Lahore

Tel:

042-35298601

0321-6461566

Email: 

Khuzaima.aslam@hotmail.

com

10.

B/3/1/Net 

Met/SSL/17/10

M/s Solar Sigma 

Limited

31-A Solar Sigma 

Centre

 

PWD 

Society 

Islamabad

Tel:

051-5421006

0301-5356635

Email: 

info@solarsigma.com

11.

B/3/1/Net 

Met/JDA/17/11

M/s JD Aviation 

Sourcing & 

Engineering 

Services

BF-1, MID City 

Apartment 

Khokhar Road

Tel:

051-4578427

Email: 

Jdaviation.sourcing@gmai

l.com

12.

B/3/1/Net 

Met/RS/17/12

M/s Renewable 

Stars (Private) 

Limited

House 10, Street 

135,

 

Sector G-

13/4,

 

Islamabad.

Tel:

051-2301183

0345-5063979

Email: 

info@renewablestars.com

13.

B/3/1/Net 

Met/ATSE/17/13

M/s ATS 

Engineering 

Sales and 

Services

Plot No. 69, 

Street No. 3, 

Main Street No. 

01, Sector-

 

I 

10/3, Islamabad

Tel:

0345-8778877

0321-5566898

Email:

 

info@atsengg.com

14

B/3/1/Net 

Met/EATPL/17/1

4

M/s Adaptive 

Technologies 

Private Limited

Suit No. 03, 4TH 

Floor Dean 

Arcade BL No. 

08, Clifton, 

Karachi

Tel:

021-35865897

021-3586044

Email:

info@adaptive-tec.com

15.

B/3/1/Net 

Met/KKB/17/15

M/s K.K.B (Kaim 

Khani & 

Brothers)

A-27, Block-

13/A, Gulshan-

 

e-

Iqbal, Karachi.

Tel:

021-34981182 / 021-

34981187

Email: 

Kkb_engcon@yahoo.com

List of Provisionally Approved Companies under AEDB      

Certification Regulation 2017 (Page-1)

(Certification of Vendors/Installers/Service Providers for Installation of Wind 

and Solar PV Systems for Net Metering up to 250 KW capacity)
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Certification 

No. (Prov.)

Company 

Name

Address Contact Details

16.

B/3/1/Net 

Met/PEPL/17/16

M/s Pantera 

Energy

14-XX, Phase-3,

Commercial DHA 

Lahore

Tel:

0321-5711200

Email:  

fsaeed@panteraenergy.p

k

17.

B/3/1/Net 

Met/RPL/17/17

M/s RESOLV 

Private Limited

248-C 

Commercial 

Broadway Phase 

8, DHA,

 

Lahore

Tel:

0322-4954288

Email: 

naeem.sheikh@resolvltd.

com

18.

B/3/1/Net 

Met/SREPL/17/1

8

M/s SRE 

(Siddique 

Renewable 

Energy) Private 

Limited

47 GT Road Hide 

Market,

 

Lahore

Tel:

042-36883600

042-37164533

Email:

 

 info@sre.com.pk

19.

B/3/1/Net 

Met/TPPL/17/19

M/s Trillium 

Pakistan Private 

Limited

10th Floor, AWT 

Plaza, The

 

Mall, 

Rawalpindi

Tel:

051-5524181/2

Email:

mail@trillium-

pakistan.com

20.

B/3/1/Net 

Met/EEPL/17/20

M/s Ercon 

Energy Pvt. 

Limited

60-C, Abu Bakar 

Block,

 

New 

Garden Town, 

Lahore

Tel:

042-35563388

Email:  

info@erconenergy.com

21.

B/3/1/Net 

Met/MAK/17/21

M/s MAK Pumps 

Company Pvt. 

Limited

Plot # 87, 

Industrial Estate, 

Jamrud Road, 

Peshawar

Tel:

091-5812472/73

Email: 

info@makpumps.com

22.

B/3/1/Net 

Met/ASPL/17/22

M/s Allied Solar 

Private Limited

33 Usman Block, 

New

 

Garden 

Town, Lahore

Tel:

0321-4295675

042-35843541/42

Email:  

info@alliedsolar.pk

23.

B/3/1/Net 

Met/KHS/17/23

M/s KHS 

(Kaiynat Hitech 

Services)

Plaza 2A, Street 

20, Sector

 

F-

11/2, Suleiman 

Market, 

Islamabad

Tel:

051-8735373/4

0324-3876527

Email:

 

info@khs.com.pk

24.

B/3/1/Net 

Met/AEPL/17/24

M/s Al-Bario 

Engineering 

Private Limited

91-C, Model 

Town, Lahore

Tel:

042-111001954

Email:

 

 aepl@aepl.com.pk

25.

B/3/1/Net 

Met/TIPL/17/25

M/s Tesla 

Industries Pvt. 

Limited

Plot#81-G, St. 6, 

I-10/3,

Islamabad.

Tel:

051-4441404

Email:

info@tesl-PV.com

26.

B/3/1/Net 

Met/HMA/17/26

M/s HMA 

pumps Pvt. 

Limited

Plot # 1, Sector # 

05,

 

Korangi 

Industrial Area, 

Karachi.

Tel:

0334-5148444

0340-8668296

Email:  

Rsm.rwp@hmapumps.co

m

27.

B/3/1/Net 

Met/STS/17/27

M/s SPEL 

Technology 

Private

 

Limited

127-S, Quaid-e-

Azam

 

Industrial 

Estate, 

Kotlakhpat 

Township, 

Lahore

Tel:

042-35115506/07

Email: 

nhyder@spelgroup.com

28.

B/3/1/Net 

Met/HISEL/17/28

M/s HISEL 

Power Pakistan 

Private Limited

35 Ahmad Block 

New

 

Garden 

Town Lahore

Tel:

042-35940088

Email:  

info@hiselpower.com

29.

B/3/1/Net 

Met/ZEPL/17/29

M/s ZEUS 

Energy Private 

Limited

Office#4, Ground 

Floor,

 

Evacuee 

trust Complex 

Agha khan Road, 

F-5/1,

 

Islamabad

Tel:

051-28707777

Email:

 

sales@zeus.com.pk

30.

B/3/1/Net 

Met/NCPL/17/30

M/s Nascom 

Construction 

Private Limited

66-L, Gulberg III, 

Lahore

Tel:

042-35846291/4

Email:  

Info@nascom.com.pk

31.

B/3/1/Net 

Met/CEPL/17/31

M/s Catkin 

Engineering 

Sales

 

and 

Services Private 

Limited

Plot # 140, 

Street # 09, I- 

10/3, Islamabad

Tel:

051-4100081/82

Email: 

Naseer.ahmad@catkin.co

m.pk

(Certification of Vendors/Installers/Service Providers for Installation of Wind 

and Solar PV Systems for Net Metering up to 250 KW capacity)

List of Provisionally Approved Companies under AEDB      

Certification Regulation 2017 (Page-2)
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Soft Copy of the book can be downloaded from

· http://www.mepco.com.pk/net metering/let us connect
· Also download more NEPRA notifications From Net Metering tab of www.mepco.com.pk
· SRO 1025(I)2017 10-10-2017.PDF
· Amendments in Net Metering
· Please download AEDB Approved Vendors List for Installation of Solar System from Net Metering tab of www.mepco.com.pk or www.aedb.org 
· http://www.aedb.org/articles-list/268-list-of-provisionally-approved-applicants-for-net-metering-under-aedb-certification-regulation-2017
Comments / Suggestions (if any) may be communicated through:
Email IDs

powersystempk@gmail.com

Phone No.

· 0345-8189259 
Compiled by: Muhammad Rehan Khan 

(Addl. A.M Computer Operations)
0333-6175707, 0302-7475120, 0312-9659359
*************************

Net Metering Cell, 
MEPCO HQ, Khanewal Road Multan  
*************************
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YOU GENERATE
WE PURCHASE

JEPCH has introduced Solar Rooftop Net Metering System for its valued consumers.

What is Net Metering?

« Allows}yEP( R consumers to install Renewable Energy Facilty
not exceeding 1000-kW

= Non consumed electricity gets automatically exported to the
National Grid

= Consumers get credit for exported electricty, recorded via bi-directional
energy meters

« Promotion of environment friendly renewable energy sources

 Zero emissions of greenhouse gases

« Lessening burden on national grid by increasing generation capacity

« Reducing grid investment

 Minimizing line losses

 Avoiding recurring fuel costs

« Community participation in power generation / national development

« Increasing gains for national economy through Clean Development Mechanism
(CDM) projects

MEPC &




MEPCO Net Metering





Eligible DG submits application along with required documents in MEPCO Office (Schedule II of Regulations)





Application Process





MEPCO provides acknowledgement whether application is complete or Not.





NO





If application is incomplete, applicant will provide documents within 7 days.





YES





Utility Review Process





If application is complete MEPCO performs an initial review to see whether it qualifies for interconnection facility.





In case proposed facility is not technically feasible MEPCO informs about reasons of rejection within 3 working days after completion of initial review.





NO





MEPCO performs technical feasibility verification within 20 days.





YES





If facility is technically feasible MEPCO approves installation of SRTPV +& enters into an agreement within 10 days (Schedule-I of Regulations).





Agreement signing and Licensing





MEPCO sends copy of agreement to NEPRA within 7 working days of its signing. MEPCO shall forward the application for grant of License (Schedule-II of Regulations)





Distributed Generator Facility 


Solar/Wind energy resource for generation of electricity from 1 KW to 1 MW





MEPCO will issue connection charge estimate within 7 working days of agreement signing.





Applicant shall make payment of estimate within 20 days.





Eligible Distributed Generator


3 Phase 400V or 11 KV Consumers i.e. Domestic, Commercial, Agricultural or Industrial, who owns operates Distributed Generated Facility





MEPCO shall install/Commission the DG facility within 30 days of payment of Demand Notices.





Net Metering shall commence in upon grant license to DG in accordance with in Regulation IV of these regulations.





Billing





The file is sent for Billing
















































































MULTAN ELECTRIC POWER COMPANY (MEPCO)

Table 1 (2)

		List of Provisionally Approved Companies under AEDB      Certification Regulation 2017 (Page-1)

		(Certification of Vendors/Installers/Service Providers for Installation of Wind and Solar PV Systems for Net Metering up to 250 KW capacity)

		S.No.		Certification No. (Prov.)		Company Name		Address		Contact Details

		1.		B/3/1/Net Met/Ayk/17/01		M/s AYK (Private) Limited		Alsharif Market Main Model Town Road, Gujranwala.		Tel:
0553-255800
0321-6456446
Email: info@ayk.com.pk

		2.		B/3/1/Net Met/NEPL/17/02		M/s Nizam Energy Private Limited		G30 / 4, KDA Scheme 05, Block 08, Clifton, Karachi		Tel:
0300-8250564
0345-5877772
Email:  sales@nizamenergy.com

		3.		B/3/1/Net Met/RES/17/03		M/s REON Energy Private Limited		3RD Floor Dawood Centre, MT Khan Road, Karachi		Tel:
021-35632200
042-35861050
Email: info@reonenergy.com

		4.		B/3/1/Net Met/PITCO/17/04		M/s PITCO Private Limited		2nd Floor Al-Maalik, 19 DEVAS Road, Lahore		Tel:
042-36313235/36
Email:  net.metering@pitcopk.com

		5.		B/3/1/Net Met/STPL/17/05		M/s Solar Tech (Private) Limited		3rd Floor, PACE (DAMAS) Mall, MM Alam Road, Gulberg-II, Lahore.		Tel:
042-35778380
0311-9898222
Email: info@solartech.com.pk

		6.		B/3/1/Net Met/PEPL/17/06		M/s Premier Energy Private Limited		42 E/1 Ghalib Road Gulberg, Lahore		Tel:
042-111234235
091-5603171
Email: info@premierenergy.com.pk

		7.		B/3/1/Net Met/MASCO/17/07		M/s MASCO Energy Services		12/1 – Sector 23 Korangi Industrial Area, Karachi		Tel:
021-35069471
042-37511851-3
Email: info@mascoenergy.com

		8.		B/3/1/Net Met/TSK/17/08		M/s TSK Engineering Intl. Private Limited		54-A Small Industrial Estate, Jamrud Road, Peshawar, Pakistan		Tel:
091-5830596
0346-8595614
Email:  tskpakistan@yahoo.com

		9.		B/3/1/Net Met/CEPL/17/09		M/s Creative Electronics Private Limited		1601S , Quaid-e-Azam Industrial Estate, Lahore		Tel:
042-35298601
0321-6461566
Email: Khuzaima.aslam@hotmail.com

		10.		B/3/1/Net Met/SSL/17/10		M/s Solar Sigma Limited		31-A Solar Sigma Centre PWD Society Islamabad		Tel:
051-5421006
0301-5356635
Email: info@solarsigma.com

		11.		B/3/1/Net Met/JDA/17/11		M/s JD Aviation Sourcing & Engineering Services		BF-1, MID City Apartment Khokhar Road		Tel:
051-4578427
Email: Jdaviation.sourcing@gmail.com

		12.		B/3/1/Net Met/RS/17/12		M/s Renewable Stars (Private) Limited		House 10, Street 135, Sector G-13/4, Islamabad.		Tel:
051-2301183
0345-5063979
Email: info@renewablestars.com

		13.		B/3/1/Net Met/ATSE/17/13		M/s ATS Engineering Sales and Services		Plot No. 69, Street No. 3, Main Street No. 01, Sector- I 10/3, Islamabad		Tel:
0345-8778877
0321-5566898
Email: info@atsengg.com

		14		B/3/1/Net Met/EATPL/17/14		M/s Adaptive Technologies Private Limited		Suit No. 03, 4TH Floor Dean Arcade BL No. 08, Clifton, Karachi		Tel:
021-35865897
021-3586044
Email:
info@adaptive-tec.com

		15.		B/3/1/Net Met/KKB/17/15		M/s K.K.B (Kaim Khani & Brothers)		A-27, Block-13/A, Gulshan- e-Iqbal, Karachi.		Tel:
021-34981182 / 021-34981187
Email: Kkb_engcon@yahoo.com
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		S.No.		Certification No. (Prov.)		Company Name		Address		Contact Details

		16.		B/3/1/Net Met/PEPL/17/16		M/s Pantera Energy		14-XX, Phase-3,
Commercial DHA Lahore		Tel:
0321-5711200
Email:  fsaeed@panteraenergy.pk

		17.		B/3/1/Net Met/RPL/17/17		M/s RESOLV Private Limited		248-C Commercial Broadway Phase 8, DHA, Lahore		Tel:
0322-4954288
Email: naeem.sheikh@resolvltd.com

		18.		B/3/1/Net Met/SREPL/17/18		M/s SRE (Siddique Renewable Energy) Private Limited		47 GT Road Hide Market, Lahore		Tel:
042-36883600
042-37164533
Email:  info@sre.com.pk

		19.		B/3/1/Net Met/TPPL/17/19		M/s Trillium Pakistan Private Limited		10th Floor, AWT Plaza, The Mall, Rawalpindi		Tel:
051-5524181/2
Email:
mail@trillium-pakistan.com

		20.		B/3/1/Net Met/EEPL/17/20		M/s Ercon Energy Pvt. Limited		60-C, Abu Bakar Block, New Garden Town, Lahore		Tel:
042-35563388
Email:  info@erconenergy.com

		21.		B/3/1/Net Met/MAK/17/21		M/s MAK Pumps Company Pvt. Limited		Plot # 87, Industrial Estate, Jamrud Road, Peshawar		Tel:
091-5812472/73
Email: info@makpumps.com

		22.		B/3/1/Net Met/ASPL/17/22		M/s Allied Solar Private Limited		33 Usman Block, New Garden Town, Lahore		Tel:
0321-4295675
042-35843541/42
Email:  info@alliedsolar.pk

		23.		B/3/1/Net Met/KHS/17/23		M/s KHS (Kaiynat Hitech Services)		Plaza 2A, Street 20, Sector F-11/2, Suleiman Market, Islamabad		Tel:
051-8735373/4
0324-3876527
Email: info@khs.com.pk

		24.		B/3/1/Net Met/AEPL/17/24		M/s Al-Bario Engineering Private Limited		91-C, Model Town, Lahore		Tel:
042-111001954
Email:  aepl@aepl.com.pk

		25.		B/3/1/Net Met/TIPL/17/25		M/s Tesla Industries Pvt. Limited		Plot#81-G, St. 6, I-10/3,
Islamabad.		Tel:
051-4441404
Email:
info@tesl-PV.com

		26.		B/3/1/Net Met/HMA/17/26		M/s HMA pumps Pvt. Limited		Plot # 1, Sector # 05, Korangi Industrial Area, Karachi.		Tel:
0334-5148444
0340-8668296
Email:  Rsm.rwp@hmapumps.com

		27.		B/3/1/Net Met/STS/17/27		M/s SPEL Technology Private Limited		127-S, Quaid-e-Azam Industrial Estate, Kotlakhpat Township, Lahore		Tel:
042-35115506/07
Email: nhyder@spelgroup.com

		28.		B/3/1/Net Met/HISEL/17/28		M/s HISEL Power Pakistan Private Limited		35 Ahmad Block New Garden Town Lahore		Tel:
042-35940088
Email:  info@hiselpower.com

		29.		B/3/1/Net Met/ZEPL/17/29		M/s ZEUS Energy Private Limited		Office#4, Ground Floor, Evacuee trust Complex Agha khan Road, F-5/1, Islamabad		Tel:
051-28707777
Email: sales@zeus.com.pk

		30.		B/3/1/Net Met/NCPL/17/30		M/s Nascom Construction Private Limited		66-L, Gulberg III, Lahore		Tel:
042-35846291/4
Email:  Info@nascom.com.pk

		31.		B/3/1/Net Met/CEPL/17/31		M/s Catkin Engineering Sales and Services Private Limited		Plot # 140, Street # 09, I- 10/3, Islamabad		Tel:
051-4100081/82
Email: Naseer.ahmad@catkin.com.pk
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